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The results with an isolated New York System demonstrate that interconnection of the system with 

external control areas does not really mitigate the impacts of the changing profiles. After seeing the 

various results, it is clear that there are many moving parts in the MARS model affecting these results, 

and the NYISO recommends adopting a change to minimize the impact. 

Conclusions: 

While there does not appear to be a way to completely eliminate the volatility that occurs when 

changing the simulation year, there are a few options available to mitigate the level of volatility.  First, 

the ICS could choose a single simulation year until another option is available. Another option would be 

holding the start day of the year constant while still changing the simulation year. Based on the testing 

done, the NYISO recommends that the ICS hold the simulation year at 2019 to mitigate unexpected LOLE 

variability in the 2021‐2022 IRM Study caused by this factor.  

 


